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1. Timber retaining walls shall be constructed in 3. Reinforcing steel shall comply with ASTM A615
accordance with the following: and shall have a yield strength of 60,000 psi.
e Lumber shall be 6x6, southern pine, grade #2 4. Lap all reinforcing steel a minimum of 20 inches.
or better and preservative-treated in accordance 5. Masonry retaining walls shall be constructed in

with American Wood Preservers’ Association accordance with the following:
standards for ground contact. e Concrete masonry blocks shall comply with
e All spikes shall be 60d or equivalent, hot- ASTM C90.
dipped galvanized or stainless steel and driven e Alljoint reinforcement, ties and other
into pre-drilled holes. Spikes shall be of accessories shall be resistant to corrosion.
sufficient length to penetrate the base member a e All head and bed joints shall be %-inch thick.
minimum of 2 inches. e Bed joints of the starting course over the
2. The minimum concrete compressive strength at 28 concrete foundation may be between %-inch
days shall be 3,500 psi and shall comply with ACI and %-inch.
318. e Mortar shall conform to ASTM C270.

SECTION 2: TIMBER WALL CONSTRUCTION

Wall construction. The construction of a timber retaining wall shall conform to the requirements shown in
FIGURE 1. Deadmen shall be placed at 8 feet on center. Deadmen and cross plates shall be constructed as
shown in FIGURE 2. Deadmen are not required in the top course or bottom course below grade.

stagger joints 3'-6" min.
/—deadman,typical | . § » |
I

| I

X X / X

X [ X
X X / X

< Y / X B

X X / X

X / ] grade at toe
X - TN

| /A )
— e — § / between courses
deadmen are not required at top ™

and bottom courses

FIGURE 1: TYPICAL TIMBER WALL ELEVATION

Fasteners and connections. Each 6x6 member shall be secured at each end with 2-60d spikes driven vertically
into the member below. Corners shall be secured with 2-60d spikes and driven horizontally. See FIGURE 2 for
more information.
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at each course, fasten to course
below with 60d spikes at 24" o.c.
staggered at edges

2-60d spikes at each
end of timber, typical

2-60d spikes,
each end

30" cross
plate

6'-0" deadman

FIGURE 2: TYPICAL FASTENERS FOR TIMBER RETAINING WALLS

2-60d spikes at

drain pipe corners, typical

SECTION 3: MASONRY WALL CONSTRUCTION
Wall construction. The construction of a concrete

masonry retaining wall shall conform to the ‘__.‘8"
. y g. . . cement mortar level backfill only
dimensions and reinforcing steel requirements shown  cap or other I FP=EET
. detail as desired I —ITI=
in FIGURE 3 and TABLE 1. O-bars and i
: : . bond beam at top
corresponding dowels may be substituted with a u .!é course and every
single, full-height bar of equal size and spacing. other intermediate
| course with 2 #4 bars
TABLE 1: MASONRY WALL REQUIREMENTS T § —{ k=3
H W | O-bars/dowels P-bars < ‘
36" 48" #4@32" #A@48" roughen joint o 8 5
n " " n provide 1"x4" key B Z
48" | 63 #4@16 #A@30 way, full length 1 e % £
. == oo
Bond beam and reinforcement. A bond beam shall ! ”_1|2|.._| 2% & ¢ [ P-bars
be provided at the top course and at intermediate '

courses below as shown in FIGURE 3. Bond beams
shall be constructed using the block types shown in 3"
FIGURE 4. Vertical and horizontal steel placement
shall be in accordance with FIGURES 5 and 6.
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FIGURE 3: TYPICAL MASONRY WALL SECTION

prior to grouting, use wire loop to
position vertical reinforcement

N
unit with section slotted unit
removed (may be a casted unit or —=—— wire loop installed in bed
cut with masonry saw) joint before mortar sets
FIGURE 4: BOND BEAM BLOCK TYPES FIGURE 5: VERTICAL REINFORCEMENT TIE-HOLD DETAIL
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vertical steel in
filled cores

horizontal steel in
filled bond beams

metal lath or similar material
may be placed over un-grouted
cores to prevent cores from
filling with grout

FIGURE 6: TYPICAL WALL REINFORCEMENT DETAIL

SECTION 4: CONCRETE WALL CONSTRUCTION
Wall construction. The construction of a

g"
concrete retaining wall shall conform to the level backfill only
dimensions and reinforcing steel 'REEE Qﬁ@ﬁ!
requirements shown in FIGURE 7 and #4@18" o.c. i —

TABLE 2. O-bars and corresponding dowels I-L_(-.]* #4@12" o.c.
may be substituted with a single, full-height 2 | ]

bar of equal size and spacing. #4@18" 0.c—— °|

TABLE 2: CONCRETE WALL REQUIREMENTS!

O-bars/dowels

|
H W | O-bars/dowels P-bars I % e
24"[39"| #4@13" #4@8" nerzoc—, ||| g3
36"[48"|  #4@13" | #4@8" N, Il £
48" 60" | #4@13" #4@8" T =T E
: S

TReference: Concrete Reinforcing Steel Institute 12

=
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FIGURE 7: TYPICAL CONCRETE WALL SECTION

SECTION 5: VERTICAL JOINTS

Vertical joints. Control joints, constructed per FIGURE 8 for masonry and FIGURE 10 for concrete, shall be
placed no more than 20 feet on center. Expansion joints, constructed per FIGURE 9 for masonry and FIGURE
11 for concrete, shall be placed at every fourth control joint.
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line one side of core with apply membrane water-
building paper prior to proofing to earth side
filling core with grcl)ut
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grease ends of bars
extending across joint
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each side courses |

(AREEND,
A'\\;>‘

ToElEe:  f000

standard course
FIGURE 8: MASONRY CONTROL JOINT DETAIL FIGURE 9: MASONRY EXPANSION JOINT DETAIL

i

1/3

= z = s
13

1" x 1" notches (formed or saw-cut) L

filled with caulking or rubber, full height
FIGURE 10: CONCRETE CONTROL JOINT DETAIL FIGURE 11: CONCRETE EXPANSION JOINT DETAIL

y

1" filler material

SECTION 6: BACKFILL AND DRAINAGE
Backfill and drainage: Backfill and drainage requirements shall be in accordance with FIGURE 12 for timber
retaining walls and FIGURE 13 for masonry and concrete retaining walls. Backfilling against masonry or
concrete retaining walls shall not be permitted until at least seven days after placing concrete or grout. Heavy
equipment shall maintain a distance away from the wall equal to the wall’s height. Care shall be taken to avoid
exerting large impact forces on the wall.

crushed stone level backfill only
backfill to within 12" =i==q
from to top of wall =] |,|:
level backfill only — crushed stonte backfill to within
== . 12" from top of wall and a
minimum of 4" below drain pipe
rﬂ a X ] p s p p
: 12 1
filter fabric-|- "
wrapped cast-in-place L. 1 filter fabric, wrapped
arczund" weep holes \ fepe around 12"x12" of
12"x24 Of \ =5 __% grave|
gravel R
4 — _,’;:O‘<4— 4" diameter min. perforated drain pipe,
e == = | full length of wall; outlet to daylight at
S . = === Sl each end or weep holes at 8' o.c.
4 N = 11—
| _ E
] 4" diameter N where soil under footing
24 perforated drain ] ] /  consists of soft clay, place
pipe, full length, B TR ISR 4" - 6" of crushed stone
outlet to daylight ’
FIGURE 12: TIMBER WALL FIGURE 13: MASONRY, CONCRETE
BACKFILL AND DRAINAGE WALL BACKFILL AND DRAINAGE
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